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SYMBOL ITEM DESCRIPTION

ELECTRICAL SAFETY NOTES:

1. SERIES CIRCUITS CAN BE DANGEROUS AND / OR FATAL.

2. LOCKOUT / TAGOUT PROCEDURES SHALL BE FOLLOWED.

3. LIGHTING REGULATORS SHALL BE TURNED OFF, LOCKED, AND TAGGED OUT OF

SERVICE BEFORE ANY WORK IS DONE ON THE SERIES CIRCUIT.

4. THE ELECTRICAL RESISTANCE AND INSULATION INTEGRITY OF EACH MODIFIED

CIRCUIT SHALL BE TESTED BEFORE THE CIRCUIT IS ENERGIZED.

CAUTION NOTES:

1. UNDERGROUND UTILITIES EXIST WITHIN AND ADJACENT TO THE LIMITS OF CONSTRUCTION.  AN

ATTEMPT HAS BEEN MADE TO LOCATE THESE UTILITIES ON THE PLANS, HOWEVER, ALL EXISTING

UTILITIES MAY NOT BE SHOWN AND THE ACTUAL LOCATIONS OF THE UTILITIES MAY VARY FROM THE

LOCATIONS SHOWN.  PRIOR TO BEGINNING ANY TYPE OF EXCAVATION, THE CONTRACTOR SHALL

CONTACT  THE UTILITIES INVOLVED AND MAKE ARRANGEMENTS FOR THE LOCATION OF THE UTILITIES

ON THE GROUND.  THE CONTRACTOR SHALL MAINTAIN THE UTILITY LOCATION MARKINGS UNTIL THEY

ARE NO LONGER NECESSARY.

2. MISSISSIPPI STATE LAW, THE UNDERGROUND FACILITIES DAMAGE PREVENTION ACT, REQUIRES TWO

WORKING DAYS ADVANCE NOTIFICATION THROUGH THE MISSISSIPPI ONE-CALL SYSTEM CENTER

BEFORE EXCAVATING USING MECHANIZED EQUIPMENT OR EXPLOSIVES (EXCEPT IN THE CASE OF AN

EMERGENCY). THE ONE-CALL SYSTEM PHONE NUMBER IS 1-800-227-6477 OR 811. THE CONTRACTOR IS

ADVISED THAT THERE IS A SEVERE PENALTY FOR NOT MAKING THIS CALL. NOT ALL UTILITY

COMPANIES ARE MEMBERS OF THE MISSISSIPPI ONE-CALL SYSTEM; THEREFORE, THE CONTRACTOR

IS ADVISED TO CONTACT ALL NON-MEMBER UTILITIES AS WELL AS THE ONE-CALL SYSTEM.

NEW EQUIPMENT

EXISTING EQUIPMENT

EXISTING EQUIPMENT TO BE COMPLETELY

DEMOLISHED AND REMOVED, AREA TO BE

RESTORED

L-861T TAXIWAY EDGE LIGHT

ABOVE FINISHED GRADE

AIRCRAFT OPERATIONS AREA

OBJECT FREE AREA

OBSTACLE FREE ZONE

RUNWAY SAFETY AREA

TAXIWAY SAFETY AREA

POINT OF CURVATURE

POINT OF TANGENCY

UNLESS OTHERWISE NOTED

DIRECT EARTH BURIED

AFG

AOA

OFA

OFZ

RSA

TSA

PC

PT

UON

DEB

CONSTRUCTION NOTES:

1. THE EXISTING LOCATIONS OF LIGHTING CABLES ARE APPROXIMATE. THE CONTRACTOR SHALL BE RESPONSIBLE

FOR FIELD LOCATING AND IDENTIFYING THE EXISTING LIGHTING CIRCUITS TO DETERMINE THEIR EXACT ROUTING.

THE CONTRACTOR SHALL ALSO BE RESPONSIBLE FOR MAINTAINING THE LIGHTING SYSTEMS IN A WORKING

CONDITION UNTIL THE NEW LIGHTING CIRCUITS HAVE BEEN INSTALLED AND TESTED. THE CONTRACTOR SHALL

PROACTIVELY AND EXPEDITIOUSLY ACCOMPLISH THIS CABLE IDENTIFICATION WORK PRIOR TO PERFORMING ANY

MODIFICATIONS TO THE LIGHTING CIRCUITS. COORDINATE IDENTIFICATION WORK WITH THE OWNER AND ENGINEER

AND MAKE ALL CORRECTIONS, ADDITIONS, ETC. ON THE AS-BUILT DRAWINGS.

2. THE CONTRACTOR SHALL BE EXTREMELY CAREFUL WHILE EXCAVATING IN THE AREA OF LIGHTING CIRCUITS. ANY

CABLE OR CONDUIT / DUCT WHICH IS NICKED OR DAMAGED DURING EXCAVATION SHALL BE PROPERLY AND

EXPEDITIOUSLY SPLICED OR THE LENGTH OF CABLE AND CONDUIT / DUCT REPLACED. A SPLICE OR CONDUIT / DUCT

MARKER SHALL BE INSTALLED AT ALL SPLICE OR OTHER REPAIR LOCATIONS MORE THAN 2' AWAY FROM A LIGHT,

SIGN, HANDHOLE, MANHOLE, OR JUNCTION STRUCTURE. ALL REPAIR AND / OR REPLACEMENT WORK AND

MATERIALS SHALL BE SUPPLIED AND INSTALLED BY THE CONTRACTOR AT NO ADDITIONAL COST TO THE OWNER

AND TO THE SATISFACTION OF THE OWNER AND ENGINEER.

3. THE CONTRACTOR SHALL PERFORM MEGGER TESTS ON EACH EXISTING SERIES CIRCUIT PRIOR TO ANY WORK ON

THE ELECTRICAL SYSTEM AND EACH NEW AND EXISTING SERIES CIRCUIT AFTER THE  ACCEPTANCE TEST PERIOD.

MEGGER TESTING REQUIREMENTS SHALL BE SUBSIDIARY TO AND PAID FOR BY SS-301 PAY ITEMS.

4. THE CONTRACTOR SHALL COORDINATE WITH THE ON-SITE ENGINEER FOR OWNER AND ENGINEER WITNESS OF ALL

MEGGER TESTING. THE CONTRACTOR SHALL SUBMIT HIS INITIAL MEGGER TEST REPORTS TO THE OWNER AND

ENGINEER PRIOR TO ANY WORK ON THE ELECTRICAL SYSTEM. THIS REPORT SHALL BE APPROVED AND SIGNED BY

THE OWNER AND ENGINEER PRIOR TO THE CONTRACTOR PROCEEDING WITH HIS WORK.

5. THE CONTRACTOR SHALL CHECK THE LOAD ON EACH EXISTING REGULATOR PRIOR TO ANY WORK ON THE

ELECTRICAL SYSTEM AND ON EACH NEW AND EXISTING REGULATOR AFTER THE ACCEPTANCE TEST PERIOD.

6. THE CONTRACTOR SHALL CALIBRATE EACH NEW AND EXISTING REGULATOR FOLLOWING THE PERFORMED WORK.

7. LOCKOUT / TAGOUT AND CONSTANT CURRENT REGULATOR CALIBRATION PROCEDURES SHALL BE PAID FOR BY

SS-300 PAY ITEMS UNLESS OTHERWISE NOTED.

8. DURING CONSTRUCTION, PROTECT ALL EQUIPMENT, DUCTS, CONDUITS, CABLES, ETC. THAT ARE TO REMAIN IN

PLACE. WHERE EXISTING ITEMS ARE CUT, BROKEN, OR DAMAGED, THE CONTRACTOR SHALL REPLACE OR REPAIR

PROACTIVELY AND EXPEDITIOUSLY THE ITEMS WITH THE SAME TYPE OF ORIGINAL MATERIAL AND CONSTRUCTION

OR BETTER AT NO ADDITIONAL COST TO THE OWNER AND TO THE SATISFACTION OF THE OWNER AND ENGINEER.

(IN FEET)

0 20' 40' 60'10'
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KEYED NOTES:

ADJUST EXISTING TAXIWAY EDGE LIGHT TO NEW GRADE.

EXISTING TAXIWAY EDGE LIGHT TO REMAIN.

EXISTING DEB AIRFIELD LIGHTING CABLE TO REMAIN.

PROTECT DURING CONSTRUCTION. (TYPICAL)
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TYPICAL CABLE TAG

TW D

EDGE

CABLE TAG NOTES:

1. ALL CABLES SHALL BE IDENTIFIED. INSTALL CABLE TAGS IN ALL

ACCESSIBLE LOCATIONS INCLUDING JUNCTION BOXES, PULL BOXES,

MANHOLES, HANDHOLES, AND LIGHT BASES.

2. INSTALL CABLE TAGS 12" FROM THE L-823 CONNECTORS. IF NO

CONNECTORS ARE REQUIRED, INSTALL A CABLE TAG NEAR EACH

CABLE ENTRANCE VIA DUCT OR CONDUIT.

3. CABLE IDENTIFICATION TAGS SHALL BE MADE FROM A NON-CORROSIVE

STAINLESS STEEL MATERIAL WITH THE CIRCUIT AND / OR LOOP

IDENTIFICATION NUMBER STAMPED OR ETCHED ONTO THE TAG.

4. TAGS SHALL BE CIRCULAR IN SHAPE, 2-INCH MINIMUM DIAMETER AND

20 GAUGE NON-CORROSIVE STAINLESS STEEL MATERIAL.

5. SECURE EACH TAG TO THE CABLE USING WEATHER AND ULTRAVIOLET

RESISTANT NYLON CABLE TIES.

6. TAG IDENTIFICATION TEXT SHALL BE COORDINATED WITH THE OWNER

AND THE ENGINEER DURING SUBMITTALS PRIOR TO THE WORK.

3/8" TEXT

SIZE

3/16" DIAMETER

HOLE

2
"

INSTALL L-823 CONNECTOR,

RECEPTACLE, AND PLUG ENDS

INSTALL AIRPORT LIGHTING HEAT SHRINK KIT,

SUFFICIENT LENGTH TO COMPLETELY COVER

CONNECTOR AND 2" OF CABLE BOTH SIDES

INSTALL CABLE

TAG 12" FROM

L-823

CONNECTOR

(TYPICAL BOTH

SIDES OF

CONNECTOR)

SCALE: NONE

3

13

L-823 CONNECTOR INSTALLATION

FOR DIRECT EARTH BURIAL

CONNECTOR NOTES:

1. IN-LINE CONNECTIONS OR SPLICES OF UNDERGROUND

CABLES WITHIN MANHOLES, HANDHOLES, LIGHT BASES,

OR OTHER ACCESSIBLE LOCATIONS SHALL BE MADE

USING L-823 CONNECTOR KITS.

2. PROVIDE CABLE IN CONTINUOUS LENGTHS FOR HOME

RUNS OR OTHER LONG CABLE RUNS WITHOUT

CONNECTIONS, UNLESS AUTHORIZED IN WRITING BY

THE ENGINEER OR SHOWN ON THE PLANS.

3. INSTALL 1-PIECE HEAT SHRINK KIT ON PRIMARY CABLE

CONNECTORS.

4. DO NOT INSTALL HEAT SHRINK ON SECONDARY CABLE

CONNECTORS OF THE ISOLATION TRANSFORMERS.

12" (TYP)
2"

EXISTING GROUND

NEW FINISHED GRADE

(
S

T
D

.
 
H

T
.
)

EXISTING L-823 CONNECTOR

1
0

"
 
M

I
N

.

18"

MIN.

1
/
2

"

1
4

"

ADJUSTMENT NOTES:

EXISTING #6 AWG BARE SOLID

COPPER COUNTERPOISE

ADJUST EXISTING

LIGHT TO GRADE

EXISTING FRANGIBLE COUPLING

AND DISCONNECT PLUG

EXISTING 5kV L-824C CABLE

EXISTING 30" METAL STAKE TO BE

RESET IN DRILLED HOLES. DO

NOT INSTALL STAKE BY DRIVING

EXISTING L-830 TRANSFORMER

30/45 WATT TO BE HAND

EXCAVATED

ADJUSTMENT

HEIGHT VARIES

SCALE: NONE

1

13

STAKE MOUNTED EDGE LIGHT ADJUSTMENT

1. HAND EXCAVATE TO EXPOSE, AS REQUIRED, LIGHTING CABLE AND

COUNTERPOISE TO A MAXIMUM OF 3' EACH SIDE OF THE EXISTING EDGE LIGHT.

2. HAND EXCAVATE EXISTING TRANSFORMER AND LEADS, REMOVE LIGHT

FIXTURE AND STAKE, AND RESTORE THE NATURAL SOIL DENSITY.

3. REINSTALL LIGHT FIXTURE AND TRANSFORMER PER DETAIL.

4. CONTRACTOR SHALL BE RESPONSIBLE FOR ANY DAMAGE TO THE LIGHT

ASSEMBLY CAUSED BY THIS WORK.

5. REINSTALL IDENTIFICATION TAG.

REMOVE AND REPLACE

EXISTING LENS

TW D

01

ROUND

SCALE: NONE
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AIRFIELD EQUIPMENT IDENTIFICATION TAG

LIGHT TAG NOTES:

1. INSTALL FIXTURE SO NUMBERING TAG AND SET SCREW FACE

PAVEMENT EDGE. NUMBERING TAG SHALL HAVE A 3/16" TOP HOLE FOR

SECURING VIA FIXTURE SET SCREW.

2. PROVIDE WEATHER AND CORROSION RESISTANT BRASS TAGS WITH

BLACK FILLED 1/4" TALL CIRCUIT IDENTIFICATION AND LETTERS /

NUMBERS AND 1/2" TALL TAG NUMBERS. PROVIDE ROUND TAGS AS

INDICATED BY ENGINEER.

3. TAGS SHALL BE INSTALLED SEQUENTIALLY ALONG THE PATH OF THE

TAXIWAY / RUNWAY CIRCUIT IN THE ORDER THAT THE SERIES CIRCUIT

CABLE IS CONNECTED. NEW CIRCUIT ID TAG NUMBERING SHALL

ORIGINATE AT THE FIRST AIRFIELD EQUIPMENT FIXTURE AS THE

CIRCUIT LEAVES THE AIRFIELD ELECTRICAL VAULT.

4. LIGHT FIXTURES, GUIDANCE SIGNS, ETC. ALL ON THE SAME CIRCUIT

SHALL BE NUMBERED IN THE SAME SEQUENTIAL FASHION.

5. TAXIWAY LIGHT IDENTIFICATION TAGS ARE REQUIRED FOR THE

FOLLOWING  TAXIWAY CIRCUITS:

A. TAXIWAY A: "TW D", "01-10"

2"

2
"
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